
Compact P2 Install Overview                  

Electrical  

N.B This document is a guide and does not take place of the factory issued installers manual and is only 
to show indicative arrangement of a typical installation.      
    

 

 

 

 

 

 

 

 

 

External Space Heating Connection 

Located on the underside of top panel. 

Cut “Schuko” plug 
and wire directly to 
isolator switch 

*Warning* 

Do not turn on the Compact P2 unless the hotwater cylinder has been filled by plumber.  


